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Tén mau
Name of sample

Mo ta mau
Description

S6 luong mau
Quantity

Ngay nhan mau
Date of receiving

Thoi gian thur nghiém
Testing time

Noi giri mau
C'ustomer

Két qua thu nghiém
Test results

{

|
Nguyén Hoang Linh

l. Bien Hoa 1 1Z, Dong Na

NUOC UONG ION KIEM HIEU I-ON LIFE
Thoi gian 1Ay mau/ Sampling time: 10/08/2019

Mau thir nghiém do khach hang lay mau, tén mau va thong tin vé mau

do khach hang cung cap. / Testing sample was sampled by customer,
sample name and sample information were supplied by customer.

Mau nuée chira trong binh nhua, 01 binh x 19 L

As received, the water sample was contained in plastic bottle,

19 L x 01 unit
Trén binh chira mau ¢é nhan hiéu “I-ON LIFE”

On the plastic bottle has the brand of “I-ON LIFE”

Xem hinh/ See picture on page 04/04
01

26/08/2019

27/08/2019 — 03/09/2019

CONG TY CO PHAN NUOC HOANG MINH
64 Pho Quang, Phuong 2, Quan Tan Binh,
Thanh phé H6 Chi Minh

Xem trang / See page (2 and 03/04
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Characteristic Test method : %EPJML Tes% pasli
| Tl Ham lugng nitrit (NO> ) mg/L. SMEWW 3,0 0,1 Khong phat hién
Nitrite content 4110B : 2017 Not detected
7.2 Ham lugng nitrat (NO3 ). mg/L SMEWW 50 0,5 Khong phat hién
Nitrate content 4110B:2017 | - Not detected
7.3 Ham lwong tong clo du (Cly). mg/l. | TCVN 6225 -2 : 5,0 0,02 | Khong phat hién
Total chlorine content 2012 Not detected
7.4  Ham lugng florua (F ). mg/L SMEWW 1.5 0.2 | Khong phat hién
Fluoride content 4110B : 2017 Not detected
1.5 Ham lugng cvanua (CN7), mg/L. TCVN 0.07 0.005 | Khong phat hien:
Cyanide content 6181 : 1996 Not detected
7.6 Ham luong bo (B), mg/L SMEWW 0.5 0,05 Nho hon 0,17
Boron content 3120B : 2017 Less than
7.7 Ham lugng bari (Ba). mg/L SMEWW 0.7 0.05 Nho hon 0,17
| Barium content 3120B : 2017 Less than
7.8 Ham lugng mangan (Mn). mg/L SMEWW 0.4 0.05 Khong phat hién
| Manganese content 3120B : 2017 Not detected
7.9  Ham lugng dong (Cu), mg/L SMEWW 2,0 0,05 | Khong phat hién
Copper content 3120B : 2017 Not detected
7.10  Ham lugng cadimi (Cd), mg/L SMEWW 0,003 0.001 | Khong phat hi¢n
Cadmium content 31208.: 2017 Not detected
7.11  Ham luong niken (Ni), mg/L SMEWW 0,07 0,005 | Khong phat hién
Nickel content 31208 : 2017 Not detected
7.12  Ham luong chi (Pb) mg/L SMEWW 0,01 0.005 | Khong phat hién
- Lead content 3120B : 2017 Not detected
7.13  Ham lugng crom (Cr), mg/L SMEWW L 0,05 0,005 ' Khong phat hién
Chromium content 31208 2017 Not detected
7.14  Ham lugng selene (Se), mg/L SMEWW 0,01 0,003 | Khong phat hién
Selenium content 3114C: 2017 | Not detected
7.15  Ham lugng molybden (Mo), mg/L SMEWW 0,07 0,005 | Khong phat hién
Molybdenum content 3120B : 2017 Not detected
7.16  Ham lugng antimon (Sb), mg/L SMEWW 0,02 0,003 | Khong phat hién
Antimoni content 3114C : 2017 Not detected
7.17  Ham luong thuy ngan (Hg), mg/L SMEWW 0,006 | 0,0005 | Khong phat hién
Mercury content 3112B; 2017 Not detected |
7.18 Ham luong asen (As), mg/L SMEWW 0,01 0,001 | Khong phat hi¢n
Arsenic content _ 3114C : 2017 Not detected
7.19  Hoat do phong xa a tong, Bg/L SMEWW 0.5 0,05 Khong phat hién
| Gross a- radioactivity 7110B : 2017 Not detected
7.20  Hoat do phong xa p tong, Bq/L SMEWW 1.0 0,3 Khong phat hién
Gross - radioactivity 7110B : 2017 Not detected
7.21  Ham luong bromat (BrOs),  mg/L SMEWW 0,01 0,004 | Khong phat hi¢n
Bromate content | 4110D:2017 Not detected
1 7.22  Ham luogng clorat (C103"), mg/L SMEWW 0.7 0,01 Khong phat hién
. Clorate content 4110D : 2017 | Not detected
| 7.23  Ham luong clorit (C10;7), mg/L SMEWW 0.7 |‘ 0,01 Khong phat hién
\ Clorite content 4110D : 2017 Not detected
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Characteristic Test method Test result
7.24  Coliform tong so. CFU/ 250 mL TCVN (B) - Nho hon 17
6187-1: 2009 Less than_
7.25 Escherichia coli, CFU/ 250 mL TCVN (C) - Nho hon 1"
6187-1: 2009 Less than
7.26 Enterococci, TCVN (B) - Nho hon 117
CFU/250 mL | 6189-2: 2009 Less than
Streptococci feacal QCVN 06-1:2010 .
7.27 Bao tir vi khuan ky khi khu sulfit TCVN (B) Nho hon 17
Spores of sulfite - reducing anaerobes 6191-2: 1996 Less than
(Clostridia), CFU/ 50 mL |
7.28 Pseudomonas aeruginosa, ISO (B) - Nho hon 17
| CFU/250ml | 16266 : 2006 Less than
7.29 DO pH ¢ 25 °C/ pH value at 25 °C TCVN KQDb - 9.4
6492 : 2011

|1llATESl3

Ghi chi / Notice:  KQD: Khong quy dinh/ Not specified

SMEWW: Standard Methods for the Examination of Water and Waste water.

TCVN : Tiéu Chuan Qudc Gia/ National standards

<b>: Gidi han dinh lwong cua phuong phap thw./ Limit of quantification of method

i I\c.t qua dugc biéu thi “< 1 CFU” duoc xem la “khong phét hién vi sinh vat muc tiéu™ trén thé
tich mau kiém tra/ the result “<1 CFU" is considered * target organism not-detectable” in the
volume of sample analysed

(A): Muec gioi han t6i da cho phép theo QCVN 06-1:2010/BYT quy dinh céc chi tiéu hoa hoc cta
nude uong dong chai lién quan dén an toan thuc pham — Phu luc IT va quy dinh cac chi tiéu vi
sinh vat ctia nude udng dong chai — Phu luc 11/ Maximum requirement level base on QCVN 06
[: 2010/ BYT regulations about chemical characteristics of bottled drinking water concerning
safety food — Addendum 11 and regulations about biological of bottled drinking water -
Addendum 111 .

(B): Néu s6 vi khuan (bao tir) > 1 va < 2 thi tién hanh kiém tra lan thu hai. Néu s6 vi khuan (bao
tir) > 2 thi loai bo./ If bacteria number > 1 and < 2 (spore) doing the second test; > 2 rejecting
the sample.

(C): Khéng phat hién duoc trong bat ky mau nao./ Not detected in any samples.

Dién giai két qua / Interpretation of results:

Phiéu két qua thur nghiém trén day ghi nhan két qua thir nghiém cua 29 trén tong s6 28 theo quy
dinh ctia QCVN 06-1:2010/BYT quy dinh cac chi tiéu hoa hoc cua nudc udng dong chai lién quan dén
Phu luc
[11. MAu nude co két qua thu nghiém o tat ca chi tiéu néu tai muc 7. cua phiéu két qua thi nghlem déu

an toan thuc pham — Phu luc I va quy dinh cac chi tiéu vi sinh vit ciia nude uong dong chai —

pht hop véi muc qui dinh cua QCVN 06-1:2010/BYT. Chi tiéu tai muc 7.29 khong duoc qui dinh
trong tiéu chudn nay. / This test report shows the test results of 29 out of 28 items as regulated in
QCVN 06 — 1: 2010/ BYT regulations about chemical characteristics of bottled drinking water
concerning safety food — Addendum Il and regulations about biological of bottled drinking water -
Addendum III. The water sample that has all testing results indicated on section No. 7. of testing
report are conformed to limits specified in QCVN 06 — 1: 2010/ BYT regulations about chemical

characteristics of bottled drinking water concerning safety food — Addendum Il and regulations about

hiological of bottled drinking water - Addendum II1. Item 7.29 is not specified in the standard.
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